TEST SUMMARY

The solid fuel appliance

Firewarm 11

Manufactured by: Heat Design
30-60 Hawthorn Road

(V3)

Western Industrial Estate

Naas Road
Dublin 12, Ireland

Is independently tested by SGS Nederland BV in accordance with the following

standards:

EN13229:2001 + EN 13229-A2:2004.

The appliance complies with the following characteristics:

Test summary of report EZKA/2022-02/00014-3
Essential characteristic

Test fuel Beech
Fire safety Pass
Emission of combustion products CO: 0.06 vol%
(related to 13% 02) NOx: 112 mg/mo®
CxHy: 43 mgC/mo®
Dust: 17 mg/mo®
Calculated thermal output 11.1 kW
Energy efficiency 83.6 %
Release of dangerous substances Pass
Date: September 28, 2022
C. Wésten
Industries & Environment
Technical Manager Air Monitoring
LaNE 2

This document is issued, on the Client’s behalf, by the Company under its General Conditions of Service printed overleaf.
The Client's attention is drawn to the limitation of liability, indemnification and jurisdiction issues defined therein.

Any other holder of this document is advised that information contained hereon reflects the Company's findings at the
time of its intervention only and within the limits of Clients instructions, if any. The Company’s sole responsibility is to

its Client and this document does not exonerate parties to a transaction from exercising all their rights and obligations

under the transaction documents
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